ADDENDUM #1
PROJECT 11-16-01
HVAC CONTROLS REPLACEMENT

November 6, 2015

Contractor shall list all addenda by number on the bid form to ensure conformity in the bid.

Drawings, Specifications and/or Proposals are herein amended, expanded and/or modified, as hereinafter described, and become a part of the Contract Documents with the same force and effect as if incorporated, herein, originally. Any contrary provisions contained, or referred to, in Drawings and/or Specifications, shall remain applicable unless overridden by this Addendum. Revised or contrary provisions herein shall not affect any other part of the Contract Documents and any deletions, additions, substitutions and/or revisions mentioned, shall include all labor, materials, methods, modifications, etc. required for complete performance of the work.

CONTRACT DOCUMENT MODIFICATIONS AND CLARIFICATIONS

1. ADDITIONAL REQUIREMENT: From section 01100-1 – SUMMARY OF WORK – Part 1 Sub Section 2.2. Description of Work, Item A.7: Replacement VFD’s (Variable Frequency Drives) are to be DANFOSS VLT drives - substitutions not allowed.

2. ADDITIONAL REQUIREMENT: Add to summary of work: Existing exterior lighting on the Walker Arts and Humanities Center is currently on a stand-alone timer. Modify and connect the exterior light system to the University’s Tridium Facilities Management system to control lighting.

3. DELETION: Delete Sub Section 2 from section 01100-1 – SUMMARY OF WORK:

The Project consists of the purchase and installation of a new Walker HVAC Controls Replacement including, detectors, alarm devises, strobes and speakers. The system will be connect through University Telecom connections to MTU’s Police and Public Safety Department.

End of Addendum